CITY OF LODI

PUBLIC WORKS DEPARTMENT
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or east of lot ¢ Center box over valves. Set box 1/2” to 1" above
ex. ground.
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Sidewalk (See Attached Materials List)
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Trench Section
Notes:
1. Maintain 24" clearance between tap and any coupling, fitting

or adjacent tap. Plastic services shall be installed with
If the service is installed in the same

slack in the line.
trench as sanitary service, the water service

installed without splices and the trench section shown applies:

2. S.S. liners required on PE pipe fittings.
3. Backfill shall conform to Std Plan 5071.
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